TURK STANDARDLARI ENSTITUSU (C)

. H - ON TURKAX
)

TSE DENEY VE KALIBRASYON MERKEZi BASKANLIGI TSEN ,s},"‘,r’;;c,ms

ELEKTROTEKNIK LABORATUVARI GEBZE MUDURLUGU

HEADSHIP OF TSE TEST AND CALIBRATION CENTER
ELECTROTECHNICAL LABORATORY GEBZE DIRECTORATE

EN 13501-6 YA GORE ELEKTRIK KABLOLARININ

YANGINA TEPKIi SINIFLANDIRMASI
CLASSIFICATION OF REACTION TO FIRE FOR ELECTRIC CABLES
IN ACCORDANCE WITH EN 13501-6

UNAL KABLO SAN. VE TIC. LTD. $STI.
:  VELIMESE ORGANIZE SANAYI MAH. 247. SOK. NO: 4/1
SILIVRI / ISTANBUL

Sponsor adi ve adresi /
name and adress

Marka, / - KAR
Trade mark LAl LO
Model : i NYFGBY

Uriin Tamimy/
Product description
Uygulanan Standart/Standard

SINIF 1-2 600/1000V COK DAMARLI, ZIRHLI

TS EN 50575/A1:2016

applied

gyg“'a'.‘a“ YonstmeRs Yapi Malzemeleri Yonetmeligi (305/2011/AB)
egulation

Onaylanmis Kurulus / 1783

Notified Body No

Rapor Numarasi / Report Number | : 356296
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Not: Bu raporda iiriine verilen simflandirma, Yapt Malzemeleri Yonetmeligi Sistem 3 CE isaretlemesi ve Uygunluk belgesi kapsaminda iiretici tarafindan deklare edilen
uygunluk beyanina uygundur. Bu nedenle, test laboratuvari, test edilen in izlenebilirligini sagl k icin iiretici tarafindan saglanan uygun referanslara sahip
olmasina ragmen, iiriiniin test i¢in 6rneklenmesinde rol oynamamaktadir.
Bu dokiiman 2 sayfadan olusmaktadir. Bu rapor kismen kopyalanamaz ve imzasiz kopyalar gegersizdir.

of conformity declared by the manufacturer under the CE marking and conformity certificate of the Building
Material Regulations. For this reason, although the test laboratory has appropriate references provided by the manufacturer to ensure traceability of the tested sample, the product does not play a sampled role
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