TIIRK STANDARDLARI ENSTITUSU

INCTITILITIOON

TSE DENEY VE KALIBRASYON MERKEZi BASKANLIGI TSEN ,sgﬁéc,ms
ELEKTROTEKNiIK LABORATUVARI GEBZE MUDURLUGU

HEADSHIP OF TSE TEST AND CALIBRATION CENTER
ELECTROTECHNICAL LABORATORY GEBZE DIRECTORATE

EN 13501-6 ’YA GORE ELEKTRIK KABLOLARININ

YANGINA TEPKi SINIFLANDIRMASI
CLASSIFICATION OF REACTION TO FIRE FOR ELECTRIC CABLES
IN ACCORDANCE WITH EN 13501-6

UNAL KABLO SAN. VE TIC. LTD. STI.
VELIMESE ORGANIZE SANAYI MAH. 247. SOK. NO: 4/1
SILIVRI / ISTANBUL

Sponsor adi ve adresi /
name and adress

Marka, / L
Trade mark : | UNALKABLO
Model :  NYM

Uriin Tanimy/

Product description
Uygulanan Standart/Standard
applied

Uygulanan Yonetmelik /
Regulation

:  SINIF 1-2 300/500V COK DAMARLI, SABIT TESISAT KABLOSU

TS EN 50575/A1:2016

Yapi Malzemeleri Yo6netmeligi (305/2011/AB)

Onaylanmis Kurulus /

Notified Body No T

Rapor Numarasi / Report Number . : . 356300

Yaymnlanma Tarihi / Date of Issue | :  21.08.2017

Yangina Tepki Sinifi / Reaction to Fire Class: E ca

Miihiir / Seal Deney Sorumlusu/Person in charge of tests Onaylayan/Approved by
Ve
2508/2017 Miinir OZKAYA Hilmi AKBOGAN
Kidemli Teknisyen/7echnician Laboratuvar Miid\ijr i/Laboratory Director

Not: Bu raporda iiriine verilen siniflandirma, Yap1 Malzemeleri Yénetmeligi Sistem 3 CE isaretlemesi ve Uygunluk belgesi kapShminda iiretici tarafindan deklare edilen
uygunluk beyanina uygundur. Bu nedenle, test laboratuvari, test edilen numunenin izlenebilirligini saglamak igin iiretici tarafindan saglanan uygun referanslara sahip
olmasina ragmen, iiriiniin test i¢in 6rneklenmesinde rol oynamamaktadir.

Bu dokiiman 2 sayfadan olusmaktadir. Bu rapor kismen kopyalanamaz ve imzasiz kopyalar gecerslzdlr
Note: The classification given (o the product in this report is in accordance with the declaration of conformity de by the er under the CE marking arnd ; of the

Material Regulations. For this reason, although the test laboratory has appropriate references provided by the facturer to ensure traceability of the tested sample, the producl does not playa mmpled role
for testing. This document consists of 2 pages. This report can't be partially copied and the unsigned copies are invalid.
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Bu belge higbir suretle tahrif e i lemez, kismen
This certificate cannot be alter




