TURK STANDARDLARI ENSTITUSU
TURKISH STANDARDS

TSE DENEY VE KALiBRASYON MERKEZi BASKANLIGI SO
ELEKTROTEKNIK LABORATUVARI GEBZE MUDURLUGU
HEADSHIP OF TSE TEST AND CALIBRATION CENTER
ELECTROTECHNICAL LABORATORY GEBZE DIRECTORATE
CLASSIFICATION OF REACTION TO FIRE
FOR ELECTRIC CABLES
IN ACCORDANCE WITH EN 13501-6
Sponsor/Manufacturer : UNAL KABLO SAN. VE TIC. LTD. STI.
Pl f Manufact Velimese Organize Sanayi Mah. 247.Sok. No:4/1 ERGENE / TEKIRDAG
ace of Manufacturer TURKIYE
TSE Eiektroteknik Laboratuvar: Gebze Miidiirliigii
Prepared by : | Cumhuriyet Mah. 2258 Sokak
Gebze / KOCAELI - TURKIYE
Trade mark/ Type of Cable : | UNAL K4BLO/HO7V-R
Product description : Clegs 2 Copper Conductor 450 /750 V PVC Insulated
Standard applied : TS EN 50575/A1:2016
Regulation H Construction Products Regulation (305/2011/EU)
Notified Body No 3 1783
Report Number - 365219
Date of Issue - 12.10.2017

Reaction to Fire Class: Ecu

Person in clagrge of tests Approved by

/

Bayram AY Giivenir Kaan ESEN
Electrical Engineer M.Sc Laboratory Director

1% /10/2017

Note: Thisclassificationdocumentdoes not representtypeapprovalorcertification of theproduct.Theclassificationassignedtotheproduct in thisreport is
appropriateto a declaration of conformitybythemanufacturerwithinthecontext of system 3 attestation of conformityand CE markingunderthe Construction
ProductsRegulation. The test laboratory has, therefore, playednopart in samplingtheproductforthe test, although it holdsappropriatereferences,
suppliedbythemanufacturer, toprovidefortraceability of thesamplestested. This document consists of 2 pages. This report can’t be partially copied and the
unsigned copies are invalid.
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